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661—301.3(103A) General provisions.   The provisions of the International Building Code, 2006
edition, published by the International Code Council, 5203 Leesburg Pike, Suite 600, Falls Church, VA
22041, are hereby adopted by reference as the general requirements for building construction, with the
following amendments:

Delete sections 101 through 115 except for sections 106.1, 106.1.1, and 106.1.1.1.
Add the following new section 1100:
1100. Any building or facility which is in compliance with the applicable requirements of

661—Chapter 302 shall be deemed to be in compliance with any applicable requirements contained in
the International Building Code concerning accessibility for persons with disabilities.

Delete chapter 29.
Amend section 3001.2 by adding the following new unnumbered paragraph after the introductory

paragraph:
Notwithstanding the references in Chapter 35 to editions of national standards adopted in this section,

any editions of these standards adopted by the elevator safety board in 875—Chapter 72 are hereby
adopted by reference. If a standard is adopted by reference in this section and there is no adoption by
reference of the same standard in 875—Chapter 72, the adoption by reference in this section is of the
edition identified in Chapter 35.

Amend section 3401.3 by deleting “International Private Sewage Disposal Code” and inserting in
lieu thereof “567 Iowa Administrative Code Chapter 69.”

Delete appendices A through K.
Delete all references to the “International Plumbing Code” and insert in lieu thereof “state plumbing

code.”
Delete all references to the “ICC Electrical Code” and insert in lieu thereof “National Electrical

Code, 2005 edition.”
301.3(1) Hospitals and health care facilities.
a. A hospital, as defined in rule 661—205.1(100), that is required to meet the provisions of the

state building code shall be deemed to be in compliance with the fire safety requirements of the state
building code if the hospital is in compliance with the provisions of rule 661—205.5(100). In any other
case in which an applicable requirement of the Life Safety Code, 2000 edition, is inconsistent with an
applicable requirement of the state building code, the hospital shall be deemed to be in compliance with
the state building code requirement if the Life Safety Code requirement is met.

b. A nursing facility or hospice, as defined in rule 661—205.1(100), that is required to meet the
provisions of the state building code shall be deemed to be in compliance with the fire safety requirements
of the state building code if the nursing facility or hospice is in compliance with the provisions of rule
661—205.10(100). In any other case in which an applicable requirement of the Life Safety Code, 2000
edition, is inconsistent with an applicable requirement of the state building code, the nursing facility or
hospice shall be deemed to be in compliance with the state building code requirement if the Life Safety
Code requirement is met.

c. An intermediate care facility for the mentally retarded, as defined in rule 661—205.1(100), or
intermediate care facility for persons withmental illness that is required tomeet the provisions of the state
building code shall be deemed to be in compliance with the fire safety requirements of the state building
code if the intermediate care facility is in compliance with the provisions of rule 661—205.15(100). In
any other case in which an applicable requirement of the Life Safety Code, 2000 edition, is inconsistent
with an applicable requirement of the state building code, the intermediate care facility shall be deemed
to be in compliance with the state building code requirement if the Life Safety Code requirement is met.

d. An ambulatory health care facility, as defined in rule 661—205.1(100), that is required to
meet the provisions of the state building code shall be deemed to be in compliance with the fire safety
requirements of the state building code if the ambulatory health care facility is in compliance with the
provisions of rule 661—205.20(100). In any other case in which an applicable requirement of the Life
Safety Code, 2000 edition, is inconsistent with an applicable requirement of the state building code,
the ambulatory health care facility shall be deemed to be in compliance with the state building code
requirement if the Life Safety Code requirement is met.
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e. A religious nonmedical health care institution that is required to meet the provisions of the
state building code shall be deemed to be in compliance with the provisions of the state building code
if the institution is in compliance with the provisions of rule 661—205.25(100). In any other case in
which an applicable requirement of the Life Safety Code, 2000 edition, is inconsistent with an applicable
requirement of the state building code, the religious nonmedical health care institution shall be deemed
to be in compliance with the state building code requirement if the Life Safety Code requirement is met.

301.3(2) Reserved.


